TUVNORD

CERTIFICATE
SERTIFIKA

EU type-examination certificate (Production Type) - module B -

according to directive 2014/68/EU
2014/68/EU Direktifine gére B(imalat tipi) Modiil AB Tip inceleme Sertifikasi

Certificate No.:
Sertifika Num.: CR-PED-TUVNORD-24;’0763-R00

Name and adress of manufacturer: Vira Isi ve Endiistriyel Uriinler A.S.
Imalatginin isim ve adresi:  |kitelli OSB Metal Is Sanayi,
11.Blok No.37-39 / Basaksehir

We hereby certify that the type examination mentioned below fulfills the requirements of directive

2014/68/EU.
Asagida belirtilen tip incelemesinin 2014/68/AB sayili direktifin gerekliliklerini karsiladigini onaylariz.

Test specification: EN 12952-11, EN 12953-9

Test standardi:
IES‘ report No.: RP-PED-TUVNORD-24/0762-R00

est rapor num.:
Description of Production Type Conductivity Controller System; BD 5300-T, BD
(pressure equipment): 5400 and BD 5600-T (Probe/Sensor), BK 5000-
Imalat tipi Basingh ekipman'in tanimi: T(Controller) (See annex /Ek’e bak)
Place of manufacture: Ikitelli OSB Metal is Sanayi, 11.Blok No.37-39 /
imalat adresi: Basaksehir
Valid until: 30.04.2034

Gecerlilik tarihi:

Attachment: Notified Body 2354
EK: Basingh ekipman|
RP-PED-TUVNORD-24/0762-R00

VRS

% e TUV NORD Turkey‘4eknik Kontrol ve Belgelendirme A.S.
Contact: / iletigim: Sehit Mehmet Fath Ongiil Sokak, No:5 Kat:4 Odak Plaza,
E-Mail tuv-nord@tuv-turkey.com Kozyatag!, 34742 |stanbul- TURKIYE

Phone/Tel.+90 216 361 2895

TS EN ISONEC 17065

TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.$. )
Sehit Mehmet Fatih Ongill Sokak, No:5 Kat:4 Odak Plaza, Kozyatagi, 34742 Istanbul-TURKIYE
Telefon :+90 216 361 2995 » Fax : +90 216 380 67 87 « E-mail: tuv-nord@tuv-turkey.com
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TUVNORD

Final assessment report for pressure equipment / parts of pressure equipment
Basinch ekipman / basigh ekipmanin kismi icin son degerlendirme raporu

@
TURKAR
)

Urikn
TS EN ISOAIEC 17065

AB-0075-U

&?Sﬁdz tuv-nord@tuv-turkey.com I;ffaﬁfgl’}nﬁ‘“‘ RP-PED-TUVNORD-24/0762-R00
Module: G[ F[O B (Production type) I without [] Order no.:
Modl: ((imalat ipi) b} diger Is Num.: 2212635068

Manufacturing plant:
Imalat Yerlegkesi:

Manufacturer / Distributor:
imalatgi / Dagitici-Distribator:
Vira Isi ve Endiistriyel Uriinler A.S.

Ikitelli OSB Metal is Sanayi, 11.Blok No.37-39 / Basaksehir
istanbul Tiirkiye

Vira Is1 ve Endiistriyel Uriinler A.S.
Ikitelli OSE Metal is Sanayi, 11.Blok No.37-39 / Basaksehir
istanbul Tiirkiye

Pressure accessories
Basingl aksesuarlar

Part of pressure equipment

Fired or otherwise heated pressure equipment
Alevle temas eden veya isiya maruz kalan basingh ekipman
Safety accessories

Gilvenlik aksesuarlar

Vessel
Kap

O
O

a

O
Piping 5

D Borulama

Category:

Kategori

Year of manufacture:
imalat yili:

Manufacturer’s mark:
imalatginin markalamasi:

Manufacturing no.:
Imalat num.:
Application:
Uygulama:

Vira v

Conductivity Controller System 2024

Chamber

Hazne 1 Electrode Rods

2 Electrical Part 3

Min./max. allowable pressure
Min./ mak izin verilen basing

PS [bar] 32 L

Min./max. . temperature
Min./ mak izin verilen sicaklik

TS [°C]

+239 +70

Volume / Nominal size
Hacim / Nominal boyut

WDN.[U--] -15-10 mm diameter

Fluid

Akigkan gr.2 (water)

Allowable number of load cycles
Izin verilen yik déngust

Pressure fluctuation range
Basing dalgalanma aralig:

[bar]

Corrosion allowance
Korozyon payi

[mm]

DIRECTIVE 2014/68/EU
DIREKTIF

Test specifications:

Test standard:

Nonconformities:
Uygunsuzluklar: None / yok

Standards:

[ AD 2000 Standartlar:

EN 12953-9 X EN12952-11

PREVIOUS TESTS:
ONCEKi TESTLER:

EU- type-examination
AB- tip incelemesi
Production type
Imalat tipi v D

Examination of design
Dizayn inceleme

Notified Body:
Onaylanmig Kurulug

Address:
Adres:

TUV NORD TURKEY TEKNiK KONTROL ve BELGELENDIRME AS

Design type
Dizayn tipi

X

O Sehit Mehmet Fatih Ongiil Sokak, No: 5 Kat: 4 Istanbul

The pressure equipment/ part of pressure equipment conforms to drawing no.:
Basingh ekipman/ basingl ekipman pargas teknik resim num.:

Deviations:

Certificate / report no.: RP-PED-TUVNORD-24/0761-R00 Date:
Sertifika / rapor num.: Tarih: 15.04.2024
PARTIAL TESTING: 0 Description see attachment 0 Date:
Kismi test: Agiklama igin eke bakin Tarih:
Description of parts (e.g. item no.): Inspector:
Kisimlarim tanimi (par¢a numarast.): Inspektor
FINAL INSPECTION: 53 Date:
FINAL INSPECTION: X Tarn:  30.04.2024

BD5300-T, BD5400, BD5600-T, BK5000-T

For deviation see attachment

Sapmalar O Sapma igin eke bakin D
PROOF TEST: Date:

DOGRULAMA TESTI X Tarin.  30.04.2024
Chamber

Hazne 1 screw connection 2 3

Test pressure

Test basinci il [bar} 78

Fluid

Akiskan water

Holding time 0

Bekleme siiresi [min] 30

TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.S.
Sehit Mehmet Fatih Ongiil Sokak, No:5 Kat:4 Odak Plaza, Kozyatadi, 34742 istanbul-TURKIYE
Telefon :+90 216 361 2995 » Fax : +90 216 380 67 87 » E-mail: tuv-nord@tuv-turkey.com
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TUVNORD -

Final assessment report for pressure equipment / parts of pressure equipment

UrGn
Basingh ekipman / basigh ekipmanin kismu igin son degerlendirme raporu TS EN ISO/IEC 17085
o tuv-nord@tuv-turkey.com Testreportno.. pp pEp. TUYNORD-24/0762-R00
Iletigim: Y- Test rapor num.: = = = E
Manufacturing no.:
Imalat num.:
Nr. | MESSUREMENTS/EXAMINATIONS/TESTS/RESULTS | Fulfilled Not Annex | Remarks
OLGUMLER/INCELEMELER/TESTLER/SONUGLAR Yerine applicable EK Agiklamalar
getirilmis | yyqylanabilir
degil
Materials: EN-Standard - see technical file
1 Maizemeler EN-Standardi E PMA D EAM O g X
Material traceability
2 Malzeme izienebilirigi D
Prerequisites of manufacturer
3 Imalatginin 6n gereklilikleri O B O
AD 2000 HPO, DIN EN ISO 3834-3
Requirement for testing on not necessarily certain objects
4 Kesinligi belli olmayan objetestleri igin gereksinimler O X D
Records of welding consumables -
5 Kaynak sarf malzeme kayitlan D I:l
Qualification of welding personnel
B Kaynak personellerinin kalifikasyonlari O %4 O
DIN EN ISO 9606-1
Qualification of operating procedures
T Operasyon prosedurierinin kalifikasyonlan O ] a
DIN EN ISO 15614-1, DIN EN ISO 15607
Production tests according to AD 2000 HP 5/2
8 Imalat testi yapiima standardi D E D
Records of NDT personnel/Level2
g NDT personel kayitlan/Seviye D m D
[J DIN EN 473, [] DIN EN I1SO 9712
Records of non destructive tests.
10 Tahribatsiz muayene kayitian I:[ E O
Heat treatment records
" Isil islem kayitlan D X D
Calibration of measuring and test equipment
Clgm ve test ekipmanlar kalibrasyonu technical fil
12 Manufacturer pressure gauge used [] TTK, BdManufacturer & O X see fechnicatiie
Imalatg belirtilen basing dlgeri kullanmustir.
13 Visual examination / Dimensional check 7
Gorsel muayene / Olglisel kontrol =
Marking (name plate) = .
14 Markalama (isim plakast) X see technical file
Analysis of hazards and risks (mandatory) = f
15 Tehlike ve risklerin analizi (zoruniu) E I:I )t see technical file
Operating instructions were available (mandatory) .
16 Operasyon taalimatlar meveuttur (zorunlu) E D X see technical file
Records of repairs =
17 Tamir kayitlar D D
Declaration of Conformity / Draft (mandatory) .
18 | yguniuk Beyani / Tastak (zoruniu) X (] B | see technical file

RESULT:
SONUG:
The aforementioned tests were carried out in accordance with Directive 2014/68/EU as well as the aforementioned test specifications and did
not result in any objections. Certification is recommended.

Yukarida belirtilen testler, 2014/68/EU Direktifi ve yukanida belirtilen test spesifikasyonlarina uygun olarak gergeklestiriimistir ve herhangi bir itirazla sonuglanmarmigtir.
Sertifikasyon énerilir

Marking on: Nameplate [J Flange [J Shell [0 Screwed parts O O
Markalama: Isim plakasi Flang Govde Vidalanmig pargalar
Notes: 1. All test results apply exclusively to the equipment described above. Duplication of parts of the test report is not permitted
Notlar: without the express written approval of the Notified Body.
Tim test sonuglan yalnizca yukarida agiklanan ekipman igin gegerlidir. Onaylanmig Kurulugun agik yazili onayi olmadan test raporunun bélimlerinin gogaltimasina izin
veriimez.
2. There may be additional requirements for example inspection before putting into service on site, or the fulfilment of further EU
Directives.
Sahada devreye alinmadan 6nce muayene ve dijer AB direktiflerinin yerine getiriimesi gibi ek gereklilikler olabilir o
Attachment: Notified oﬂe 5353( for pressure equipment

Ekler: Basyfgffekipmanlar€in on

Checklist for Limiter EN 12953-9 EN 12952-11 T 0.04.20
- T ERa

Rmis-kurulug 2364

1| L
0

\

T ionn'rurhﬁj'ﬁﬁk Kontrol v Bigelendirme A.5.
Sehit M @9: Fatih Ongil Sokak, &n!s it Odak Plaza, Kozyatad
O, 3742 Istanbul-RIRKIVE
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TUVNORD Design examination report

Dizayn inceleme Raporu

Urin
S EN ISO/IEC 17065
AB-0075-U
Contact: tuv-nord@tuv-turkey.com
Iletigim:
Order No.: 2212635068 Test Report No: RP-PED-TUVNORD-24/0761-R00
Teklif Num.: Test Rapor Num.:
Module: B (Production type) [ B (Design type) Oc [OH1
Modiil: (imalat tipi) (Dizayn tipi)

Manufacturer / Distributor:
imalatgi / Dagitici-Distribitsr:

Vira Is1 ve Endiistriyel Uriinler A.S.
Ikitelli OSB Metal is Sanayi, 11.Blok No.37-39 / Basaksehir
istanbul Tiirkiye

Manufacturing plant:
imalat Yerleskesi:

Vira Isi ve Endustriyel Uriinler A.S.
Ikitelli OSB Metal I Sanayi, 11.Blok No.37-39 / Basaksehir
Istanbul Tiirkive

[ Vessel [ Fired or otherwise heated pressure equipment [ Pressure accessories
Kap Alevle temas eden veya isiya maruz kalan basingh ekipman Basingh aksesuar
[ Piping Safety accessories [ Part of pressure equipment
Piping Guvenlik aksesuar Basingh ekipman bilegeni
Manufacturing No.: Category: v Fluid group: 2
(retim/Seri No.: Kategori: Akiskan Grubu:
Drawing No.: BD5300-T, BD5400, BD5600-T, BK5000-T  Application: Conductivity Controller System
Teknik Resim No.: Kullanim Amaei:
Chamber 1 Electrode Rods 2 Electrical Part 3
Hazne screw connection
Min./max. allowable pressure PS [bar] 32 (PN 40 at 20C) -
Min./ mak izinverilen basing
Min./max. Allowable temp. TS [°C] +239 +70
Min./ mak izinverilen sicaklik
Volume / nominal size V/DN [I/-] | -/5-10 mm diameter -
Hacim / Nominal Boyut
Test pressure PT [bar] 78 -
Test Basinc
Corrosion allowance clc [mm] | - -
Karozyon Payi
Welding coefficient viz -] - -
Kaynak Faktéri
Additional loading [ Yes/Evet
Harici Yikler
[ Earthquake loading  [] Wind loading [ Nozzle loading [ Cyclic pressure loading [ Others:

Deprem yiiki Ruizgar ylikis Nozul yikis Déngiisel basing yikii Diger

Test Specifications: Directive: 2014/68/AB

Test Standardi: Yonetmelik: 2014/68/AB

[ AD 2000 [J EN 13445:2017-12 [J EN 13480 [J ASME VIIL.1 Ed.2017

[ EN 12952-11 EN 12953-9 [JEN 12516 [JENISO 4126

] EN 14917 [] Others:

Diger

Result: The examination was carried out in accordance with Directive 2014/68/EU as well as the aforementioned test

Sonug specifications. The test did not result in any objections, provided that the following conditions of the Design examination
report as well as the entries in the checked documents are fulfilled.
2014/68/AB Direkfifine ve yukarida belirtilen test dzelliklerine uygun olarak dizayn incelemesi gergeklestirilmistir. Tasanim inceleme raporunun yukarida
kosullarinin yani sira kontrol edilen doktmanlardaki sartlarin yerine getirimesi kosuluyla inceleme herhangi bir itirazla sonuglanmamigtir.

Note: All test results apply exclusively to the equipment described above. Duplication of parts of the test report is not

Not: permitted without the express written approval of the Notified Body.

Tom inceleme sonuglan yalnizea yukarida agiklanan ekipman igin gegerlidir. Onaylanmig Kurulusun agik adan inceleme raporunun tamami ya
da bélimlerinin gogaltiimasina izin veriimez. _\,\-\ed bod)y
Notified Body 2354 forfEssure equi t
" - - Y

Basingh ekiF ¢in fnay $ kundlug 23 \

nlari

. i
TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.S. .
Sehit Mehmet Fatih Ongiil Sokak, No:5 Kat:4 Odak Plaza, Kozyatagi, 34742 istanbul-TURKIYE

TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.S. . o
Sehit Mehmet Fatih Ongiil Sckak, No:5 Kat:4 Odak Plaza, Kozyatagi, 34742 Istanbul-TURKIYE
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TUVNORD Design examination report

Dizayn inceleme Raporu

Urtin
S EN ISO/IEC 17065
AB-0075-U
TestReportNo..  Rp.PED-TUVNORD-24/0761-R00
Test Rapor Num. :
Examination of construction and dimensioning Fulfilled Fulfilled in Not applicable Remarks
of the pressure parts acc. specification and compliance
submitted documents with check
notes
Sartname ve iletilen dokiimanlara gére basinca maruz kalan Yerine Kontrol notlanna Uygulamasi yok ACIKLAMALAR
pargalannin konstriiksiyonunun ve boyutlandinimasinin Getirilmig uygun olarak
incelenmesi. yerine getirilmis
Suitability of materials acc. Annex | No. 4
Direktif Ek 1 Madde 4'e gre uygun malzeme kullanimi
acc. harmonized standards or European X O see technical file
approval
Harmonize standartlar veya Avrupa malzeme onayi kullanimi
acc. PMA O O X
Ozel malzeme onay
no dangerous attack of the material by the fluid O O
Malzemeye akiskan tarafindan tehlike olusturacak hasar
verilememesi
Suitability welding consumables O O D]
Uygun kaynak sarf malzemeleri kullanimi
Suitability weld seam design O 0O X
Uygun kaynaklikalici birlestirme dizayni
Kind and scope of NDT acc. specification O O
Sartname ve standartlara gére NDT iglemlerinin cinsi ve kapsam
Heat treatment after welding O O X
Kaynak sonrasi isil islem
Sufficient inspection openings O O X
Yeterli muayene acikliklan
Compliance with the requirements to quick closures O O
Hizli kapatma gereksinimlerine uygunluk
Sufficient dimensioning of the pressure parts, if X O
appropriate including stability verification
Gerekli olmast durumunda stabilite dogrulamasi dahil clmak Ozere,
basing pargalaninin yeterli boyutlandiriimasi
qualification of procedures for the permanent joining O O X
module B (design type)
Modl B (tasarim tipi) igin kalict birlegtirme prosedurlerinin
kalifikasyonu
operating instruction was present see technical file
Isletme talimatlannin sunumu
hazard analysis was present [ O see technical file
Risk analizinin sunumu
Information on the nameplate were available X O O see technical file
Isim plakasi hakkinda bilgi mevcudiyeti

TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.S. L
Sehit Mehmet Fatih Ongiil Sokak, No:5 Kat:4 Odak Plaza, Kozyatagi, 34742 istanbul-TURKIYE
Telefon :+90 216 361 2995 « Fax : +90 216 380 67 87 « E-mail: tuv-nord@tuv-turkey.com
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TUVNORD Design examination report TURKAR

Dizayn inceleme Raporu @

Urin
TS EN ISONEC 17065

AB-0075-U

Test RaporNo  RpP.PED-TUVNORD-24/0761-R00
Test Report No.:

The following check notes and remarks must be observed.

Asagidaki kontrol notlan ve agikl lar dikkate al hdir.
No. Check notes
No. Kontrol Notlan

1. Conductivity Controller System consist of electrode rod and electrical part. Rods can be 5mm or 10 mm rod bar from 316
quality material.

2. Only the screw part is pressure bearing, PN 40 at room temprature and 32 barg at 239°C.
Conductivity sensor ,safet accessories ‘ desing approval done acc. To EN 12953-9 EN 12952-11.

4, Conductivity sensor which assessed on this report only consist of measuring or detection function, not have an activation
function for correction and not have complex electronics.

5. For the detail assessment please check ,Design Review Checklist for Limiter EN 12953-9 EN 12952-11° report.

Checked documents:
incelenen dékiimaniar:

The drawing no BD5300-T, BD5400, BD5600-T, BK5000-T and the appropriate 4 annex (1 sets) were marked as follows:
numaral gizim ve tariflenen ekleri (1 takim)agagidaki gibi isaretlenmigtir:

TUVNORD

Annex to test report No.
RP-PED-TUVNORD-24/0761-R00
from 15.04.2024

Revisions:

Revizyon dizini:

Report no / Rapor numarasi: RP-PED-
TUVNORD-
24/0761-R00

Rev.0  from 15.04.2024

TUV NORD Turkey Teknik Kontrol ve Belgelendirme A.S.
Sehit Mehmet Fatih Ongil Sokak, No:5 Kat:4 Odak Plaza, Kozyatagi, 34742 istanbul-TURKIYE
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